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Revisor Statues

EXISTING PANELBOARD LP-020A
NTS

1

LP-020A NOTES
1. PANELBOARD SHALL BE DEMOLISHED AS LONG AS CIRCUITS
SERVING OCCUPIED AREAS OF THE BUILDING REMAIN OPERATIONAL.

2. ENSURE CIRCUITS 20, 22, 25 REMAIN OPTIONAL DURING DEMOLITION.

EXISTING PANELBOARD LP-012A
NTS

5

LP-012A NOTES
1. PANELBOARD SHALL BE DEMOLISHED AS LONG AS CIRCUITS SERVING
OCCUPIED AREAS OF THE BUILDING REMAIN OPERATIONAL.

2. ENSURE CIRCUIT 26 REMAINS OPTIONAL DURING DEMOLITION.
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EXISTING PANELBOARD LP-020B
NTS

2

LP-020B NOTES
1. PANELBOARD SHALL BE DEMOLISHED AS LONG AS CIRCUITS SERVING
OCCUPIED AREAS OF THE BUILDING REMAIN OPERATIONAL.

2.ENSURE CIRCUITS 1, 2,3,4,5,6,7, 8,9, 10, 11, 12, 13, 14, 17, 19, 24 REMAIN

OPTIONAL DURING DEMOLITION.

EXISTING PANELBOARD LP-012B
NTS

6

LP-012B NOTES

1. PANELBOARD SHALL BE DEMOLISHED AS LONG AS CIRCUITS
SERVING OCCUPIED AREAS OF THE BUILDING REMAIN
OPERATIONAL.

2. ENSURE CIRCUITS 20, 22, 24 REMAIN OPTIONAL DURING
DEMOLITION.
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EXISTING PANELBOARD LP-013A
NTS

LP-013A NOTES

1. PANELBOARD SHALL BE DEMOLISHED AS LONG AS CIRCUITS SERVING
OCCUPIED AREAS OF THE BUILDING REMAIN OPERATIONAL.

2. ENSURE CIRCUITS 6, 30 REMAIN OPTIONAL DURING DEMOLITION.

EXISTING PANELBOARD EM-2
NTS

EM-2 NOTES

1. PANELBOARD SHALL BE DEMOLISHED AS LONG AS CIRCUITS
SERVING OCCUPIED AREAS OF THE BUILDING REMAIN
OPERATIONAL. PROVIDE TEMPORARY POWER AS REQUIRED TO
ENSURE OCCUPPIED AREAS MAINTAIN EMERGENCY POWER.

2. ENSURE CIRCUITS 2, 4 REMAIN OPTIONAL DURING DEMOLITION.

18 Bath entr
5%2 space - recept

158 o e
£5;7&m¥£ ﬁnﬁtﬁéﬁ

31 COunter ' ﬁ !"i‘(_l\w

30 dlShwash

e T
b

EXISTING PANELBOARD LP-015

4 NTS

LP-015 NOTES

1. PANELBOARD SHALL BE DEMOLISHED AS LONG AS CIRCUITS
SERVING OCCUPIED AREAS OF THE BUILDING REMAIN
OPERATIONAL.
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EXISTING PANELBOARD UER-W

8 NTS

UER-W NOTES

1. PANELBOARD SHALL BE DEMOLISHED AS LONG AS CIRCUITS
SERVING OCCUPIED AREAS OF THE BUILDING REMAIN
OPERATIONAL.
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capitol restoration collaborative

Hammel, Green and Abrahamson, Inc.
Architecture | Engineering | Planning
420 5th Street North, Suite 100
Minneapolis, Minnesota 55401
Telephone 612.758.4000
Facsimile 612.758.4199

Schooley Caldwell Associates, Inc.
Architects | Engineers
Planners | Interior Designers
300 Marconi Boulevard
Columbus, Ohio 43215
Telephone 614.628.0300
Facsimile 614.628.0311
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